
TITLE 24 ENERGY DOCUMENTATION 

A. Submit energy calculations for all new construction. 

B. Commercial alterations and remodels shall meet the minimum design standard: 

Insulation: R-30 for ceilings and R-11 for walls  

Windows: double glazed 

C. Incorporate compliance forms CF-1R and MF-1R into plan pages. 

D. Owner and designer to wet-sign compliance form. 


